SECTION 07 81 00

APPLIED FIREPROOFING

PART 1  GENERAL  No Requirements

PART 2  PRODUCTS

2.01 MATERIALS

A. Cementitious fireproofing
   1. High density or medium density, Portland cement based, water mixed spray or troweled application.

B. Rigid mineral wool board, uniform density.
   1. Unfaced
   2. Foil-faced
   3. White all-service jacket

PART 3  EXECUTION

3.01 INSTALLATION

A. Notification: Contractor shall work with the Owner to schedule Owner’s inspections and testing.

A. DPS reserves the right to retain the services of an independent testing agency to inspect, sample, and confirm compliance with work in this section.

END OF SECTION 07 81 00